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Single product Qualification Certificate
Hyg | en |C DESlg n This is to certify that the product mentioned above, provided by

Pharmacom d.o.o.
Ljubljana - Polje, Slovenia

has been awarded a Fraunhofer certificate TESTED DEVICE
bearing the report number PH 2011-1193.

The Pharmacom PVC roll door Medico Clean Room HRDOO00O1
is principally suitable for use in hygienic areas up to the following
GMP Class according to EU GMP Annex 1:

Suitability

up to GMP Class C

However, this only applies for the tested operating utility when
in a resting state and an overall reassessment would need to be
made after installation in a manufacturing environment.

This document only
applies to the named
product in its original state
and is valid for a period of
5 years from the date the
first document was issued.
The document can be
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